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Notice

Veeder-Root makes no warranty of any kind with regard to this publication, including, but not limited to, the implied warranties of
merchantability and fitness for a particular purpose.

Veeder-Root shall not be liable for errors contained herein or for incidental or consequential damages in connection with the
furnishing, performance, or use of this publication.

Veeder-Root reserves the right to change system options or features, or the information contained in this publication.

This publication contains proprietary information which is protected by copyright. All rights reserved. No part of this publication
may be photocopied, reproduced, or translated to another language without the prior written consent of Veeder-Root.

Contact TLS Systems Technical Support for additional troubleshooting information at 800-323-1799.

DAMAGE CLAIMS / LOST EQUIPMENT

Thoroughly examine all components and units as soon as they are received. If any cartons are damaged or missing, write a
complete and detailed description of the damage or shortage on the face of the freight bill. The carrier's agent must verify the
inspection and sign the description. Refuse only the damaged product, not the entire shipment.

Veeder-Root must be notified of any damages and/or shortages within 30 days of receipt of the shipment, as stated in our Terms
and Conditions. 

VEEDER-ROOT’S PREFERRED CARRIER

1. Contact Veeder-Root Customer Service at 800-873-3313 with the specific part numbers and quantities that were missing
or received damaged.

2.  Fax signed Bill of Lading (BOL) to Veeder-Root Customer Service at 800-234-5350.

3. Veeder-Root will file the claim with the carrier and replace the damaged/missing product at no charge to the customer.
Customer Service will work with production facility to have the replacement product shipped as soon as possible.

CUSTOMER’S PREFERRED CARRIER

1. It is the customer’s responsibility to file a claim with their carrier.

2. Customer may submit a replacement purchase order. Customer is responsible for all charges and freight associated with
replacement order. Customer Service will work with production facility to have the replacement product shipped as soon as
possible.

3. If “lost” equipment is delivered at a later date and is not needed, Veeder-Root will allow a Return to Stock without a restocking
fee.

4. Veeder-Root will NOT be responsible for any compensation when a customer chooses their own carrier. 

RETURN SHIPPING

For the parts return procedure, please follow the appropriate instructions in the "General Returned Goods Policy” pages in the
"Policies and Literature" section of the Veeder-Root North American Environmental Products price list. Veeder-Root will not
accept any return product without a Return Goods Authorization (RGA) number clearly printed on the outside of the package.

 

 ©Veeder-Root 2008. All rights reserved.
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Introduction

This manual describes setup and operating procedures for the EMR3 Electronic Meter Register System. This 
manual assumes that the Display Head, Interconnection Box, and printer are installed and connected. 

System Options

There are three options available for the EMR3 System:

• Time and Date

• Currency Mode

• Temperature Compensation

References to Time and Date, Currency/Pricing, and Temperature Compensation are found throughout this manual 
in setup charts and in operating instructions. The EMR will not display any setup steps connected to an option (in 
Setup or C&C Modes) if that option is not installed. When using this manual, please ignore any references to an 
option if it is not installed.

System Setup

There are two distinct categories of EMR3 setup; Setup Mode which can be accessed at any time by the 
equipment operator, and C&C (Configuration and Calibration) Mode which is only to be entered in accordance 
with Weights and Measures (W&M) requirements.

SETUP MODE

The Setup Mode can be accessed by the equipment operator to:

• Establish price, tax, and discount codes

• Set the shutoff points for preset flow control relays 1 and 2

• View/print delivery records

• Select a designated printer type

• Set system component addresses

• Set time delays to blank out display

• Enter shift times, tanker reloads, and print out end-of-shift activity reports

• Enter security codes which can be assigned to delivery functions to prevent unauthorized changes

• Provide Passcode login procedure for access to assigned setup categories

• Restore up to the last 20 transaction records from IB NVRAM storage to a replacement Display Head

• Select month, day, year date formats 

• Enter system Time and Date

• View component version numbers

• View Tank Load while making deliveries.
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C&C MODE 

The C&C Mode setups must be performed before you make selections in the non-metrological controlled Setup 
Mode - There is one exception: When initially powering up an EMR3 System with two Display Heads, System 
Address Setup (in Setup Mode) must be completed before entering C&C Mode (see page 26 to page 29). 

Entering the C&C Mode requires that a seal-protected wire jumper or switch in the Display Head be changed. 
Changes in this mode must be accordance with local W&M authority requirements. In the C&C Mode you:

• Enter the meter input type and calibrate the meter

• Enter product descriptions

• Enter calibration and temperature compensation parameters

• Configure system I/O devices

• Enter the OEM message

• Select between coefficient of expansion or density as a method of temperature compensation for product 
delivery

• Enable price changing in the delivery state (if allowed)

• Enable system security code to limit unauthorized access to delivery setups

• Select and modify display formats, operating labels, and print labels

• Enable modifying of the Tank Load volume

• Perform a reboot with or without resetting setup parameters to their factory default positions

Related Manuals

577013-758 EMR3 Installation Guide

577013-823 EMR3 Operator Quick Help Card

Safety Symbols

The following safety symbols are used in this manual to alert you to important safety hazards and precautions.

EXPLOSIVE
Fuels and their vapors are extremely explo-
sive if ignited.

FLAMMABLE
Fuels and their vapors are extremely flam-
mable.

ELECTRICITY
High voltage exists in, and is supplied to, the 
device. A potential shock hazard exists.

READ ALL RELATED MANUALS
Knowledge of all related procedures before 
you begin work is important. Read and 
understand all manuals thoroughly. If you do 
not understand a procedure, ask someone 
who does.
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Safety Warnings 

WARNING
This system operates near highly combustible fuel storage tanks. 

Fire or explosion resulting in serious injury or death could result if the 
equipment is improperly installed or modified or is used in any way other than 
its intended use. Serious contamination of the environment may also occur.

To ensure proper installation, operation, and continued safe use of this product:

1. Read and follow all instructions in this manual, including all safety 
warnings.

2. Have equipment installed by a contractor trained in its proper installation 
and in compliance with all applicable codes including: the National 
Electrical Code; federal, state, and local codes; and other applicable safety 
codes.

3. Ensure that this equipment is properly programmed.

4. Operate this equipment in accordance with the instructions in this manual.

5. Promptly investigate any alarm conditions.

6. Do not modify or use service parts other than those provided by Veeder-
Root. Substitution of components may impair intrinsic safety.
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Display Head

The EMR3 Display Head display features are shown in Figure 1 and Figure 2.

Figure 1. Display Head Features

Figure 2. Display Head with Optional Keypad
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METER CALIBRATION
Figure 42 illustrates Meter Calibration setup in C&C Mode.

Figure 42. Meter Calibration Setup

7 7.2 45 522.0 594.0

8 15.0 59 510.0 585.0

9 23.9 75 496.0 574.0

10 29.4 85 487.0 568.0

11 35.0 95 478.0 562.0

12 40.6 105 469.0 555.0

2For other liquefied gases modify the density defaults to their proper values in accordance with ASTM-IP Tables.
3The EMR3 calculates temperature compensated volume using the 12 density pairs from Table 4 above in the following 
formula:

Vo = Vt (ρt / ρo)

where: Vt = uncompensated gross volume

Vo = calculated temperature compensated volume

ρt / ρo = ratio of density at measured temperature to density at base temperature

The ratio of density is calculated after inserting the appropriate P constants into the equation below:

ρt / ρo = 1 + (-P1 / ρo + P2)(t - 15°C) + (-P3 / ρo + P4)(t - 15°C)2 

Notes: 
The ratio of density is equation 4.21 from page 10 of the PTB-A 5 Measuring Systems for Liquids other than Water - June 1999 edi-
tion. 
Setting factors (P1, P2, P3 and P4) used to calculate ρt / ρo above are taken from Table 4.3 on page 11 of the PTB-A 5 Measuring Sys-

tems for Liquids other than Water - June 1999 edition.

Table 5 - 12 Temperature/Density Pairs2,3

Entry No. Temp (°C) Temp (°F)
Propane Density (Default) 

(kg/m3)
Butane Density (Reference) 

(kg/m3)

CONFIGURE I/O
OEM MESSAGE
DELIVERY OPTIONS
REPORT FORMATS
RESTART
SECURITY CODE
LANGUAGE
DISPLAY SYNTAX
TEMPERATURE
FUEL SOURCE

PROD CAL 1
PROD CAL 2
PROD CAL 3
PROD CAL 4

+

-

+

-

+ AUTO CALIBRATE
MULTICALIBRATE
MANUAL CALIBRT

+-

+

Press the up/down
 buttons to cycle
through remaining
C/C Mode categories

NEXT

ENTER

NEXT NEXTMETER CALIBRTN

Press ENTER to accept any changes in any column - 
and/or continue pressing to return to METER CALIBRTN

See Meter
Calibration 
figures for each
selection's setup.
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Auto Calibrate

Figure 43 illustrates meter Auto Calibration (single point) setup procedure.

Figure 43. Meter Auto Calibration Setup

MultiCalibrate

Figure 44 illustrates meter MultiCalibration setup procedure.

Figure 44. Meter MultiCalibration Setup

Press ENTER to accept
entry.  Press button until you
return to METER CALIBRTN.

Press ENTER to 
return to 

PROD CAL 1

ENTER

ENTER

AUTO CALIBRATE START DISPENSE DISPENSINGNEXT

Note: Dispense product into
a proving can, then press finish
when you have dispensed a
calibrated amount.

START

ENTER NTC VOL

Note:  Enter volume dispensed
into proving can for NTC VOL

FINISH

Press up/down arrows
to scroll through the
numbers, and NEXT
to move from one 
digit to the next.  

Press ENTER to accept
entry and return to 

ENTER

ENTER

MULTICALIBRATE START DISPENSE

DISPENSING

NEXT NEXT

START ENTER NTC VOLFINISH

 

CALB RATE 1

CALB RATE 8

+-

+

Note:  In this multipoint calibration option you dispense at  
up to 8 different flow rates. These rates are determined by 
how much you squeeze the nozzle handle during each 
calibration.
For example, the first rate you dispense product at a very 
slow rate, but for each of the additional calibration rates 
you increase the flow.  Once calibration is complete, the 
EMR3 will calculate the amount of product dispensed 
based on interpolation.

Note: Dispense product into a proving 
can for the calibration rate. While 
dispensing, the flow rate will appear in 
the Register Field and the Volume will 
appear in the Preset Field. Stop when 
you have dispensed a calibrated 
amount.

Note:  read/observe proving can 
volume for this calibration rate 
and enter that volume here. Press 
up/down arrows to scroll through 
the numbers, and NEXT to move 
from one digit to the next. 

Empty proving can and repeat this 
procedure for Calb Rate 2. Continue until 
the desired number of Calibration Rates 
are complete. When finished the desired 
number press ENTER until you return to 
METER CALIBRTN.

Press ENTER to 
return to 

PROD CAL 1
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Manual Calibration

Figure 45 illustrates meter Manual Calibration (multipoint) setup procedure. This method requires the meter 
manufacturer’s meter error chart.

Figure 45. Meter Manual Calibration Setup

Press ENTER 
to accept the
entry. 

Press ENTER 
to accept the
entry. 

ENTER

ENTER

MANUAL CALIBRATE

SET FLOW RATE

NEXT

NEXT

ENTER

Press up/down arrows
to scroll through the
numbers, and NEXT
to move from one 
digit to the next.  

ENTERSET COUNTSNEXT

Press up/down arrows
to scroll through the
numbers, and NEXT
to move from one 
digit to the next.  

CALB RATE 1

CALB RATE 8

+-

+ NEXT FLOW RATE
ENCODER COUNTS+-

+

In the MANUAL CALIBRATE option you use a 
combination of the vehicle meter's Flow Rate Error 
chart and one flow rate/encoder pair determined in the 
Auto Calibrate procedure (Figure 42 on previous 
page).  

For example, you want to manually calibrate the meter 
on Truck 101 that will operate in a 60 to 700 gallons/ 
minute range.  You want to enter 3 calibration rates for 
the vehicle's meter at 60, 340  (approximate midpoint 
flow rate), and 700 gpm flow rates. With the meter's 
error chart you can run the Auto Calibrate (see Figure 
42 on previous page) for one of these rates and 
interpolate the other two from the chart.

Perform the Auto Calibrate procedure dispensing at a 
340 gpm flow rate:

Result: 19.973 counts per gallon 

On the meter's error chart, find the meter's %error for the 
60, 340, and 700 gpm flow rates:

Use the meter error table to calculate the Calibration 
Rate for the other two flow rates.

700 gpm:  19.973 x [1 + (-0.0080)} = 19.957 counts

60 gpm:   19.973 x [1 +(+0.00110)] = 19.995 counts

Using the Manual Calibration method, the 
difference in adjacent encoder counts must be 
less than 0.25%, and in the Truck 101 graph at 
left, you can see that the difference between 
any adjacent counts of the 3 calibration flow 
rates (in red) is less than 0.25%. Even the 
difference between the low (19.998) and high 
(19.957) counts is less than 0.25%!  

The operator could use just the low and high 
rate/count pairs alone.  However, using the low, 
mid-point, and high flow rate/encoder count 
pairs would be a better choice. 

In this example, the operator would enter the 
following flow rate/encoder count pairs:
60/19.995, 340/19.973,and 700/19.957. 
 

Again referring to the example at left, had the 
difference between any of the two counts been 
greater than 0.25%, the operator would have had 
to use a lower flow rate for the next calibration 
point. Instead of 3 points, all 8 might be 
necessary, and perhaps closer together.

For installations (such as a terminal) in which only 
one flow rate is used, the operator can calculate 
the encoder count at the desired flow rate and 
enter only one calibration rate using that flow 
rate/encoder count pair.

ENTER

Note that each Calibration Rate's current 
Flow Rate will appear in the Register 
Field and its current Encoder Count will 
appear in the Preset Field.

Enter the desired flow 
rate for this calibration
rate.

Enter the calculated 
Encoder Count 
for this calibration rate.

Repeat this procedure until 
you have entered a corrected 
encoder count from the table 
for each of your flow rates.

20.00
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MANUAL CALIBRATION EXAMPLE  - TRUCK 101

60 340 700

Press ENTER to 
return to 

PROD CAL 1

Flow Rate 
(gpm)

60
340
700

Error
(%)

+0.190
+0.080
+0.000

Meter Error Chart
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CONFIGURE I/O

Figure 46 illustrates Configure I/O setup in C&C Mode.

Figure 46. Configure I/O Setup

OEM MESSAGE

Figure 47 illustrates OEM Message setup in C&C Mode.

Figure 47. OEM Message Setup

OEM MESSAGE
DELIVERY OPTIONS
REPORT FORMATS
RESTART
SECURITY  CODE
LANGUAGE
DISPLAY SYNTAX
TEMPERATURE
FUEL SOURCE
METER CALIBRTN

EMERGENCY STOP
REM START/STOP
REMOTE DISPLAY
INTERLOCK

DISABLE
ENABLE

Press the up/down
 buttons to cycle
through remaining
C/C Mode categories

Press to accept
entry and/or  
back up one step.

NEXT

ENTER

ENTER

ENTER

ENTER

ENTER

NEXTCONFIGURE I/O

NEXT

For Remote Display Head you must follow instructions 
under Initial Remote Display Setup in this manual.

DISABLE
ENABLE

NEXT

NEXT

-

+
LOCAL EMR HEAD 1 OR 2
MASTER ADDRESS 1-32-

+

-

+

PRINTER INTERLOCK
PRESET INTERLOCK
TRANSFER INTERLOCK
DISABLE INTERLOCK

-

+

-

+

-

+

Note:  Master Address 1-32 is for IBNET applications only. 

NOTES:

EMERGENCY STOP (ES) - Once an ES is enabled, a switch 
closure between terminals 18 and 19 in the Display Head is 
required to restart.

REM START/STOP - Works with momentary switch inputs in IB - 
see Installation manual for terminal position assignments.

INTERLOCK NOTES:

To enable PRINTER, PRESET, or TRANSFER INTERLOCK, a customer provided switch must be connected to terminals 15 
and 16 in the Display Head.

PRINTER INTERLOCK - When Printer Interlock is selected, the customer supplied switch must be closed to Start a delivery.

PRESET INTERLOCK (Requires a preset and presets enabled in the Defaults category of Setup Mode [see Figure 13]) -      
If Preset Interlock is selected, when the customer supplied switch is closed, the operator is forced to enter a preset prior to 
starting a delivery.
 
TRANSFER INTERLOCK -  When Transfer Interlock is selected and the customer supplied switch is closed, the printer label 
'Transfer Ticket' is printed on the delivery ticket.

DISABLE INTERLOCK - When Disable Interlock is selected interlock is disabled regardless of the switch's position (open or 
closed).

DELIVERY OPTIONS
REPORT FORMATS
RESTART
SECURITY CODE
LANGUAGE
DISPLAY SYNTAX
TEMPERATURE
FUEL SOURCE
METER CALIBRTN
CONFIGURE I/O

ENABLE
DISABLE+

-

+

-

+

Press the up/down
 buttons to cycle
through remaining
C/C Mode categories

NEXT

ENTER

NEXTOEM MESSAGE VEEDER ROOT CO

Note:  Default message shown. 
You can enter any OEM message
up to 24 characters in length.

Press ENTER 
to accept 
choice and/or
return to 

Press the up/down arrows 
to scroll through the
alphabet, and NEXT
to move from one 
character of the name
to the next.  

ENTER
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DELIVERY OPTIONS

Figure 48 illustrates Delivery Options setup in C&C Mode. This option lets you enable or disable price changing 
within the Delivery State as per your regulatory requirements. In this setup you also select coefficient (of 
expansion) or density as the temperature compensation method for deliveries, enable delivery timeout, enable Tank 
ID, enable Custom fields, enable Tank Load and enable E04 encoder error (Gross volume and Temperature on 
Ticket fields also visible when temperature probe connected to EMR Head).

Figure 48. Delivery Options

DELIVERY OPTIONS
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RESTART
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E04 ENCODER PULSE ERROR
GROSS VOLUME
TEMPERATURE ON TICKET

CUSTOM FIELD 1

CUSTOM FIELD 7

ENABLE
DISABLE

Press the up/down
buttons to cycle
through remaining
C/C Mode categories

NEXT
NEXT

NEXT COEFFICIENT
DENSITY

ENTER

ENTER

ENTERNEXT NEXT

ENABLE
DISABLE

+
-

+
-

+
-

+
-

+
-

+
-

+
-

+
-

+
-

SET 
SECONDS

ENTER

ENTERNEXT

NEXT

DISABLE
ENABLE

NEXT ENTER

ENTER

PRE-FLOW TIMEOUT
POST-FLOW TIMEOUT

1

If Price Changing is Enabled, and the Delivery Price 
option in Security setup is set to Yes, the user can 
select from the Price Code list and change price 
prior to pressing START, and after pressing START 
prior to pressing FINISH.

If Price Changing is Disabled, and the Delivery 
Price option in Security setup is set to Yes, the user 
can still select from the Price Code list and change 
price prior to pressing START.

If Price Changing is Enabled or Disabled, and the 
Delivery Price option in Security setup is set to NO 
for users 2 and 3,  users 2 and 3 can only select 
prices from the Price Code list prior to pressing 
START.

These choices only appear when a temperature 
probe is connected to the Display Head.

2

2
2

1
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Idle State Safety Features

Two Idle State safety features (Stop Flow Timeouts) are built into the EMR3 system. 
• Pressing the START button puts the EMR3 into the Delivery State. If fuel flow is not detected within 1200 seconds (default), 

the delivery is terminated.

• A second idle state occurs when flow is halted during a delivery. The user has 180 seconds (default) to either push the 
FINISH button to complete the delivery, or the START button to resume the delivery. If neither button is pushed within 180 
seconds the delivery is terminated. This 180 second timeout can be enabled or disabled by the Delivery Timeout feature (see 
Figure 48).

Note: Regardless of the Delivery Timeout setting (Enabled or Disabled), the nozzle icon (Figure 1 on page 4) will begin 
blinking on and off 120 seconds after starting a delivery. 

REPORT FORMATS
Figure 49 illustrates Report Formats setup in C&C Mode. In this setup you select which lines (printer labels) will print on 
Delivery Tickets and Shift Reports. To edit label content see Figure 33 on page 34.

IMPORTANT! To select a printer format with Temperature Compensation or Pricing, the EMR3 must have 
performed one delivery using Temperature Compensation or Pricing.
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Figure 49. Delivery and Shift Report Formats

REPORT FORMATS

RESTART
SECURITY CODE
LANGUAGE
DISPLAY SYNTAX
TEMPERATURE
FUEL SOURCE
METER CALIBRTN
CONFIGURE I/O
OEM MESSAGE
DELIVERY OPTIONS

-
+

Press the up/down
buttons to cycle
through remaining
C/C Mode categories Prints out the selected report 

(see Default printouts below). 
NOTE: you must have printer enabled 
to print (see Printer Options Setup).

 Line 1
Line 2
Line 3
Line 4
Line 5
Line 6
Line 7
Line 8
Line 9

Line 10
Line 11
Line 12
Line 13
Line 14
Line 15
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Line 18
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Line 21
Line 22
Line 23
Line 24
Line 25
Line 26
Line 27
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Line 29
Line 30
Line 31
Line 32

  Line 33
Line 34
Line 35
Line 36

  Line 37
Line 38
Line 39
Line 40
Line 41

  Line 1
Line 2
Line 3
Line 4
Line 5
Line 6
Line 7
Line 8
Line 9

Line 10
Line 11
Line 12
Line 13
Line 14
Line 15
Line 16
Line 17
Line 18
Line 19
Line 20
Line 21
Line 22
Line 23
Line 24
Line 25
Line 26
Line 27
LIne 28
Line 29
Line 30
LIne 31
LIne 32
Line 33
Line 34
Line 35
Line 36
Line 37
Line 38

-
+

NEXT NEXT

NEXT

DELIVERY
SHIFT+-

+ FORMAT 1
FORMAT 2+-

+
NEXT PRINT REPORT

COMPOSE REPORT+-
+

To scroll through the ticket
or report one line at a time+-

+

ENTER

ENTER

ENTER

ENTER

END OF REPORT   
Veeder-Root Co.
EMR-3
   (blank)
   (blank)
   (blank)
START
FINISH
   (blank)
TICKET NUMBER
   (blank)
PROD DSCRPT 1
METER ID
TANK LOAD
TANK ID
CUSTOM FIELD1
CUSTOM FIELD2
CUSTOM FIELD3
CUSTOM FIELD4
CUSTOM FIELD5
CUSTOM FIELD6
CUSTOM FIELD7
TOTALIZER START
TOTALIZER END
VOLUME GAL START
GROSS VOLUME FINISH
NET VOLUME FINISH
AVG FLOW RATE (GPM)
TEMP THIS DELIVERY
VOLUME CORRECTED TO
COEFFICIENT OF EXPANSION
PRICE/GALLON
SUBTOTAL
% TAX T/D 1
FINAL PRICE/GALLON
TOTAL NON-TAX LINES
TAX THIS DELIVERY
GRAND TOTAL
CS TEST FAILURE
  (blank)
END OF REPORT

END OF REPORT
**************************
*     Veeder-Root Co.    *
*         EMR-3          *
*                        *
*                        *
**************************
   (blank)
SHIFT BEGIN
SHIFT END
   (blank)
PROD DSCRPT 1
METER ID
BEGINNING VOLUME
LOADED VOLUME
ENDING VOLUME
TOTAL GROSS VOLUME
SINGLE DELIVERIES
MULTIPLE DELIVERIES
TRANSFER DELIVERIES
ITEMIZED DELIVERIES
TOTAL VOLUME
TOTAL VOLUME NO PRICE
TOTAL VOLUME PRICED
TOTAL SALES W/O TD    $
TOTAL TAX/DISCOUNT 1  $
TOTAL TAX/DISCOUNT 2  $
TOTAL TAX/DISCOUNT 3  $
TOTAL TAX/DISCOUNT 4  $
TOTAL TAX/DISCOUNT 5  $
TOTAL TAX/DISCOUNT 6  $
GRAND TOTAL           $
   (blank)
You can count on us!
   (blank)
   (blank)
   (blank)
END OF REPORT

Delivery Ticket (Example) Shift Report (Example) 

START

FINISH

MODE PRESET

NEXT

ENTER

VOLUME CURRENCY RATE SETUP

TOTALIZER START

Destination Line's label is shown in Descriptor Field and 
and its line number is shown in Preset Field. 

Ignore this number in the Register Field when copying one line to another.

When you have
finished composing
your report

Example: To copy one line on 
the default Delivery Ticket 
(shown above) to another line.

The first END OF REPORT
line you enter below the top 
of the ticket or report (line 2) 
marks its end. In the delivery 
ticket example, it is line 41 and 
in the Shift Report example it 
is line 38.  

If you wanted to end the 
Delivery Ticket at  Grand Total 
(line 37) instead, you would 
move the END OF REPORT 
(line 40) to line 38.

The maximum number 
of lines you can have
in a ticket or report is 75.

Note: END OF REPORT
and (blank) lines do not 
print.

To have empty lines
in the ticket or report
assign a Blank Line
to those lines 

  

23

Top of ticket Top of Report

To copy TICKET NUMBER (Line 10) to line 23, you press 
+/- keys until you display TOTALIZER START in the 
Descriptor Field (its current line number [23] will 
display in the Preset Field. Press NEXT,  then +/-  keys 
until you see TICKET NUMBER in the Descriptor Field, 
then press ENTER to accept the move.  CAUTION: when  
you copy one line to another line you write over the 
destination line's label. In this example, you would have 
TICKET NUMBER on lines 10 and 23 and no TOTALIZER 
START. See Figure on next page for tips on reformatting 
your reports.
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Figure 50. Delivery and Shift Report Formatting Examples

You want to modify the example Delivery
Ticket format as follows:
• Move TICKET NUMBER from line 10 to 14
• Replace the original TICKET NUMBER 
  label on line 10 with a blank line 
• Delete the TOTALIZER START label

Procedure
1. Copy TICKET NUMBER to the 
    TOTALIZER START line. 
2. Copy any blank line (e.g., line 11) to the 
    original TICKET NUMBER line (10). 

The change appears as shown below:

You want to modify the example Delivery
Ticket format as follows:
• Switch TANK ID and METER ID labels

Procedure
Since moving is copying, you have 
to save one of the two lines first.
Think of the lines following the first END
OF REPORT line (line 45 in the default example)
to line 75 (last possible line) as a scratch pad
in which you can 'save' labels while you move
them around.
  
1. Copy METER ID  line 13 to line 45.
2. Copy TANK ID line 14 to line 13.
3. Copy METER ID line 45 to line 14. 

The change appears as shown below:

 Line 1
Line 2
Line 3
Line 4
Line 5
Line 6
Line 7
Line 8
Line 9

Line 10
Line 11
Line 12
Line 13
Line 14
Line 15
Line 16
Line 17
Line 18
Line 19
Line 20
Line 21
Line 22
Line 23
Line 24
Line 25
Line 26
Line 27
Line 28
Line 29
Line 30
Line 31
Line 32

  Line 33
Line 34
Line 35
Line 36
 Line 37
Line 38
Line 39
Line 40
Line 41
Line 42
Line 43
Line 44

END OF REPORT
Veeder-Root Co.
EMR-3
   (blank)
   (blank)
   (blank)
START
FINISH
   (blank)
TICKET NUMBER
   (blank)
PROD DSCRPT 1
METER ID
TANK ID
CUSTOM FIELD 1
CUSTOM FIELD 2
CUSTOM FIELD 3
CUSTOM FIELD 4
CUSTOM FIELD 5
CUSTOM FIELD 6
CUSTOM FIELD 7
TOTALIZER START
TOTALIZER END
VOLUME GAL START
GROSS VOLUME FINISH
NET VOLUME FINISH
AVG FLOW RATE (GPM)
TEMP THIS DELIVERY
VOLUME CORRECTED TO
COEFFICIENT OF EXPANSION
PRICE/GALLON
SUBTOTAL
% TAX T/D 1
FINAL PRICE/GALLON
TOTAL NON-TAX LINES
TAX THIS DELIVERY
GRAND TOTAL
CS TEST FAILURE
   (blank)
You can count on us!
   (blank)
   (blank)
   (blank)
END OF REPORT

Delivery Ticket (Example) Example 1 -  Moving a line

Example 2 - Switching  2 lines 

IMPORTANT! If you want to insert a line you 
will have to copy each line below the insert 
point to the scratch pad (lines after the first 
END OF REPORT line - lines 45 through 75 in the 
default format), then copy them back into the 
format below the inserted line, one by one.

Before beginning an insert, on a clean sheet
of paper, list each line number and label you
want in the finished report.  After you copy 
all of the necessary lines from the default
report into the scratch pad, you can easily use 
your handwritten report as a guide when copying 
each line back into the final report.

Example 3 - Inserting a line

  
   (blank)
   (blank)
PROD DSCRPT 1
METER ID
TICKET NUMBER
TANK ID
 

Line 10
Line 11
Line 12
Line 13
Line 14
Line 15

Prints only if TC enabled
Prints only if TC not enabled

  
PROD DSCRPT 1
TANK ID
METER ID
TICKET NUMBER
 

Line 12
Line 13
Line 14
Line 15

You do not have to go back and write
over line 45 since all lines after the first
END OF REPORT line (in the example, 
line 44) are ignored.
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RESTART

Figure 51 illustrates the Restart procedure in C&C Mode. CAUTION: DO NOT USE UNDER NORMAL 
CONDITIONS! Do not press NEXT at the restart message unless you want to reboot the Display Head.
 

Figure 51. Restart Options

SECURITY CODE

Figure 52 illustrates the Security Code enabling procedure in C&C Mode.
 

Figure 52. Security Code

SECURITY CODE
LANGUAGE
DISPLAY SYNTAX
TEMPERATURE
FUEL SOURCE
METER CALIBRTN
CONFIGURE I/O
OEM MESSAGE
DELIVERY OPTIONS
REPORT FORMATS

PRESERVE NVRAM
INIT NVRAM+

-

+

-

+

Press the up/down
 buttons to cycle
through remaining
C/C Mode categories

NEXTRESTART

Press ENTER 
to reboot and perform a self-
test of the Display Head, without
changing any setup parameters
or resetting the Grand Totalizer to 0.

CAUTION!
Pressing ENTER you:
• Reboot and perform a self-test of the Display Head
• Restore all setup parameters to the factory default settings
• Reset the Grand Totalizer count to 0
• Clears all stored transaction records

ENTER

ENTER

CAUTION! DO NOT USE UNDER NORMAL CONDITIONS! 

Do not press NEXT at the Restart message 
unless you want to reboot the Display Head. If you have pressed NEXT and are viewing the 

message below, but don't want to reboot, you 
can exit C&C Mode by pressing the MODE 
button to avoid rebooting.

IMPORTANT! Prior to initializing NVRAM:
• Print a ticket,
• Record the totalizer value, and
• Record the calibration values.

LANGUAGE
DISPLAY SYNTAX
TEMPERATURE
FUEL SOURCE
METER CALIBRTN
CONFIGURE I/O
OEM MESSAGE
DELIVERY OPTIONS
REPORT FORMATS
RESTART

ENABLE
CLEAR SECURITY CODE
DISABLE

-

+

-

+

Press the up/down
 buttons to cycle
through remaining
C/C Mode categories

NEXTSECURITY CODE

Enables the security code
feature.  In Setup Mode, select 
the Enter Security Code setup
to enter the actual security
code and assignments.   

Resets user codes
to 000000 (default),
but Code Assignments 
remain unchanged.

ENTER

Disables security code feature. 
but user codes and assignments
remain unchanged.

ENTER

ENTER
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Exiting C&C Mode

1. Turn Off power to the Display Head. Disable the C&C Mode by replacing C&C jumper, etc., (see EMR3 
Installation Guide, V-R P/N 577013-758).

2. Replace cover on Display Head. 

3. Turn On power to the Display Head.

4. After the Display Head boots up, press MODE button until you are in Volume Mode.
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Operation of the System

Multiple Products

The EMR3 is capable of delivering multiple products through the same meter. If more than one product is set up in 
the setup menu, when the START button is depressed, the multiple product selection is initiated and the first 
product is displayed. Press the  button to sequence through the products and press the ENTER button to 
select the product. 

Single Deliveries

The operator presses the START button. The display will show All Segments (see Figure 3 on page 5) and then All 
Zeros displays (see Figure 4 on page 5). The operator may then deliver product to the tank.

Multiple Deliveries

The EMR3 is capable of delivery to multiple tanks through the same meter. The operator presses the START button 
until the Multiple Delivery Icon appears in the display and releases it. The display will show All Segments (see 
Figure 3 on page 5) and then All Zeros displays (see Figure 4 on page 5). The operator may then deliver product 
to the first of multiple tanks. The product selection and preset methods used in the dispensing on a single delivery 
would apply.   Upon completion of the first of the deliveries the START button is pressed to indicate that the 
delivery to the tank is complete and you are ready to fill the next tank. After all the tanks are full, the FINISH button 
concludes the transaction and a summary printout is initiated.

Transfer Deliveries

The EMR3 is capable of delivery between compartments without printing a delivery ticket. This delivery type 
requires that a transfer switch is wired to the Display Head and that Transfer Deliveries is enabled in Delivery 
Options Setup.

The operator turns On the Transfer Switch and presses START to begin the delivery. After dispensing the desired 
amount, the operator presses FINISH to complete the delivery and printout a Transfer Delivery ticket. The operator 
turns Off the Transfer Switch.

Multiple Products in Multiple Deliveries

The EMR3 is capable of delivery to multiple tanks through the same meter during a multiple delivery. When the 
START button is depressed and held down the Multiple Delivery state is evoked and the Multiple Delivery Icon is 
activated. If the user has setup more than one product the multiple product selection is initiated and the select 
product message is displayed. If a priced delivery is desired the first product utilizes that price and the operator 
may then deliver product to the first of multiple tanks. Upon completion of that delivery the START button is 
depressed and the product selection is reinitiated but flow is not allowed. If a product other than the one 
previously selected is selected then the user may enter a price in the same way as in pre-delivery. The user then 
may dispense that product. During the product selection sequence the user may select products but only one 
price per product is allowed. Therefore the subsequent delivery of product in a multiple delivery is always delivered 
at the same price. The multiple delivery transaction is concluded in the same way as a multiple delivery with the 
itemized printout with each product subtotaled.

Driver Selection of Price/with Tax Codes During Operation

The display head is capable of accepting a Price, Discount with an associated Tax Code by the means described 
in this section.   
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In the Currency Mode the system defaults to the price prompt. At the price screen the price is displayed in its net 
value in the Preset Field. The selection of a new price is accomplished by simply pressing the NEXT button. The 
price, whether it is the default price previously entered, is displayed in the change price screen with its base value 
in the preset field and its net value in the register field. The price code is changed by, accepting the Price 
(pressing the ENTER button) or scrolling to the appropriate price code and accepting (pressing the ENTER 
button). Alternatively, prior to accepting the price from the two methods described, from the Change Preset screen 
the NEXT button may be pressed to "write over" the base value in the Preset Field. The new Value is accepted by 
pressing the ENTER button. After entering the price code, the operator can continue with the delivery. The price 
code can be changed after START button is pressed except in multiple delivery state after the first dispense of 
product.

Entry of Price Codes & Tax/Discount Assignment in Setup Mode

The display head is capable of accepting default price and discount & tax entered by the operator between 
deliveries through the Setup Mode. The price default codes are accessed through the pricing setup screen by 
pressing the NEXT button to navigate to the Price Code 1 screen. The user then selects the price code that they 
wish to enter by scrolling to the code of choice. From that chosen price code, the NEXT button is pressed to 
advance to the change price screen. The price is altered by pressing the NEXT button to navigate to the screen to 
enter the base price. The price input is accomplished by pressing the NEXT button, scrolling to the desired price, 
and pressing the ENTER button to accept. The new price is then assigned a Tax Code by pressing the - button to 
Assign Tax/Discount screen. From this screen the NEXT button navigates to the Assignment screen and scrolling 
to the appropriate Tax/Discount code, assigned by using the ENTER button. When the user returns to price and 
navigates to the Tax/ Discount code assignment, T/D Code 1 is displayed.

Entry of Tax/Discount lines to T/D Subtotal

Subtotal feature allows the user to define and insert additional Subtotal lines in the same manner as the existing 
tax or discount lines. Adding this feature creates a new type, called subtotal (T/D/S).  Type subtotal is a new 
selection in the CHNG T/D/S VALUE menu with no user defined value but it does have the ASSIGN TO LINE 
selection. Once the T/D SUBTOTAL selection is made, the user can now select to which T/D LINES it will be 
assigned.  Only those lines assigned to the T/D SUBTOTAL are summed together. Using the T/D SUBTOTAL 
feature creates an additional line to print on the delivery ticket and is now part of the delivery record. The T/D 
SUBTOTAL will have a Printer Label associated with it and as such it is subject to being modified. 

To assign Lines to Subtotal, go to TAX DISCOUNT menu, press NEXT to get T/D/S CODEn, press NEXT to get 
T/D/S LINEn, press NEXT to get CHNG T/D/S VALUE, press NEXT to get TAXPERCENT, then using+/- buttons 
go to T/D SUBTOTAL, then press NEXT to get CHNG T/D/S ASSGN, then press NEXT to get ASSGN TO LINE, 
then assign lines for subtotal using +/-, NEXT and ENTER buttons.

Emergency Stop

The EMR3 has an optional Emergency Stop Switch (ESS) that may be mounted remote to the system. When the 
Operator activates the ESS, the Emergency Stop Icon displays, the relay contacts are opened, and the system is 
shut down. To resume delivery, the operator must pull out the switch.

Preset Operation and Tank Topping

The Preset operates in a specific manner in the EMR3. Whether the display is set in Volume or Currency Mode, the 
Preset is actually counting volume in the background. This is to say changing the value of the preset in Currency 
Mode, in currency, changes the equivalent volume preset level in the background. The result is the operator may 
change the preset in either mode in the denomination of that mode with the same result. They can also switch 
between modes without altering the preset level.
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The preset display shows the countdown from the preset level. While doing so, the fuel volume is compared to the 
Preset value. When the amount dispensed reaches the designated slow point, flow control relay 1 opens and the 
register displays a slower dispense rate. When the amount dispensed then reaches the designated stop point, 
flow control relay 2 opens and shuts off flow at the delivery’s preset value.

The user can disable the preset during the operation of the unit by pressing the PRESET button to go to the 
Preset Countdown, selecting disable, and pressing the ENTER Button. Conversely the user may enable the Preset 
by pressing the PRESET button then pressing ENTER.

The display indicates the Preset is enabled by turning solid the Icon directly to the left of the Preset Field. 
Alternatively, when the preset is disabled, the same Icon Flashes. 

This methodology allows the topping of tanks by setting the preset and dispensing product until the system turns 
off the flow. At that point if the operator wishes to dispense more product they could disable the preset or set a 
new Preset, then dispense the desired additional product. When the preset is disabled, the preset display counts 
past 0 to a negative amount equivalent to the difference between the preset level and the register reading.

Viewing Tank Load During a Delivery

View Tank Load must be enabled in Start Modes setup for this feature to be active. Preset delivery is not possible 
when View Tank Load is enabled. Note: Tank load is dependent on the volume entered, not the actual tank volume.

The operator presses the START button to begin the delivery and then presses the PRESET button at which time 
the Descriptor Field will display View Tank Load and the Preset Field will display the volume in the tank (Tank 
Load) at the beginning of the delivery. When the delivery is complete, the operator presses the FINISH button. If 
desired, the operator can again press the PRESET button to view the post-delivery volume in the tank.

Modifying the Tank Load

View Tank Load must be enabled in Start Modes setup and Tank Load must be enabled in Delivery Options setup 
for this feature to be active. Preset delivery is not possible when View Tank Load is enabled. 

After refilling the tank, this feature allows you to enter the full volume of the tank. The operator presses the 
PRESET button at which time the Descriptor Field will display View Tank Load and the Preset Field will display 
the pre-fillup Tank Load volume. The operator presses the NEXT button to display Add Tank Load in the 
Descriptor Field. The operator presses the NEXT button again and the cursor blinks in the first digit of the Preset 
Field. Using the keypad buttons the operator enters the full volume Tank Load and then presses the ENTER button 
to accept the entry.

Temperature Compensation Delivery Feature

After pressing FINISH following a Temperature Compensated delivery, the operator can toggle the display 
between Net Delivered Volume and Gross Delivered Volume by pressing the +/- button. This action toggles the 
delivered volume on the display only. 

Changing Modes and Presets During Operation

The operator may change modes at any time before and during dispensing by pressing the MODE Button. This 
allows the user to change volume presets, currency presets at any time before and during delivery. Rate of flow 
may be displayed only during a delivery. Presets and prices that are in the process of being entered are not 
recorded until the ENTER button is pressed therefore the preset or price remains intact in the case that the 
MODE button was pressed before the entry was completed. The Preset Icon is absent when no preset has been 
entered, flashes when preset is disabled, and is solid when enabled.

The following is an example of a delivery that demonstrates this changing of modes and presets. It is not typical 
but represents the ability to change the modes and presets.
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1. Operator selects the price of $2.00 for the delivery and presses ENTER to accept (no Preset Icon displayed).

2. Presses PRESET button to display the Preset countdown value (No Preset Icon displayed).

3. Presses the NEXT button to set the Currency Preset Of $200.00 and presses ENTER to accept the value 
(Preset Icon turns solid).

4. Starts delivery by pressing START Button. If more than one product, select product, then press ENTER.

5. Operator begins dispensing. The Preset Field displays the countdown value of the $200.00 less the currency 
value dispensed (Preset Icon remains solid).

6. Presses MODE to go to Volume Mode and presses PRESET button to display the Preset countdown (Preset 
Icon remains solid; value displayed will be equal to100 less volume dispensed).

7. Pressing the NEXT button to display current volume preset value (Preset Icon remains solid). The Preset 
volume value equivalent displayed will be 100. 

8. The Operator changes the Preset value to 200 gallons by entering 200 and pressing ENTER to accept (Preset 
Icon remains solid). Display shows the new countdown number of 200 less the amount dispensed.

9. Presses MODE to display currency price ($2.00). 

10.Pressing the PRESET button displays the countdown value in currency. The equivalent preset currency value 
displayed is $400.00 less value of amount dispensed (The Preset Icon remains solid).

11.Presses MODE button to display a flow rate of in gallons/min. (optional).

12.Presses MODE button to display Volume then PRESET button to display the preset countdown of 200 less 
the amount dispensed (Preset Icon remains solid).

13.200 gallons is dispensed and the system stops flow.

14.The  button is pressed to display Preset Disable and then ENTER to disable (Preset Icon begins flashing 
and flow is allowed to continue, while recording negative numbers past the preset value).

15.Operator "tops" the tank off at 210 gallons (Preset Icon continues flashing).

16.Presses ENTER (Preset Icon turns solid) and system stops flow. Preset display shows -10 gallons.

17. Presses FINISH to print the ticket (210 gallons @ $2.00 per gallon, $420.00 +taxes = $420.00+ tax).

Typical Dispensing Examples

The following scenarios outline the steps the operator may take to dispense product. The two basic methods of 
delivery are Volume and Currency. They are introduced into the default mode selected in setup for pre-dispense.   
The operator selects the options appropriate for that mode and presses start to begin the actual dispensing. If 
multiple products are setup they choose from the available products. If a multiple delivery is desired they hold the 
START button for more than 1 second to place them in the Multiple Delivery State. Dispensing of fuel may begin. 
After the preset is reached or the desired amount of fuel is dispensed the operator presses the FINISH button to 
end the delivery. If the preset is reached and the user wishes to "top off " the tank then the preset may be disabled 
or reset to accomplish the dispensing of additional product.

DISPENSING VOLUME WITHOUT PRESET 
The following steps the operator may take to dispense product without price.

1. In Volume Mode, press START button to initiate delivery (if Display Head is configured for more than one 
product, you must then select a product first and press ENTER).

2. Deliver Product to desired amount.

3. Press FINISH button to print Volume Ticket.
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DISPENSING VOLUME WITHOUT PRICE BUT WITH PRESET BEFORE DISPENSING
The following steps the operator may take to dispense product without price but with a preset before the delivery.

1. In Volume Mode, press START button.

2. Press PRESET to go to the Preset screen. Press NEXT button to go to Change Preset screen, increment up or 
down to desired default preset, then press Enter to accept. (If the user wishes to change the default preset to a 
different number; from the Change Preset screen they press NEXT and increment up or down for each digit, 
pressing NEXT to move from digit to digit. They press Enter to accept the new number. If the user wishes to 
disable the preset then press the PRESET button, scroll to Disable and press Enter. The Icon to the left of the 
preset field is solid when the preset is enabled and flashes when disabled.)

3. Press START to begin delivery - (if Display Head is configured for more than one product, you must then select 
a product first and press ENTER).

4. Deliver Product until Preset level is reached and flow is shut down.

5. Press FINISH button to print Volume Ticket.

DISPENSING VOLUME WITHOUT PRICE BUT WITH PRESET AFTER DISPENSING
The following steps the operator may take to dispense product without price but with a preset after dispensing 
begins.

1. In Volume Mode, press START button to initiate delivery (if Display Head is configured for more than one 
product, you must select a product first).

2. Press PRESET button.

3. Press PRESET to go to the Preset screen. Press NEXT button to go to Change Preset screen, increment up or 
down to desired default preset, then press ENTER to accept. (If the user wishes to change the default preset 
to a different number; from the Change Preset screen they press NEXT and increment up or down for each 
digit, pressing NEXT to move from digit to digit. They press ENTER to accept the new number. If the user 
wishes to disable the preset then press the PRESET button, scroll to Disable and press ENTER. The Icon to 
the left of the preset field is solid when the preset is enabled and flashes when disabled.)

4. Deliver Product until Preset level is reached and flow is shut down.

5. After dispensing the preset may be disabled to "top off" tanks by pressing the PRESET button, scrolling to 
Disable and pressing ENTER. 

6. Press FINISH button to print Volume Ticket.

DISPENSING CURRENCY WITH PRICE CODE BEFORE DELIVERY BUT WITHOUT PRESET 

The following steps the operator may take to dispense product with price but without a preset.

1. In Currency Mode, press NEXT button to display Change Price screen.

2. Press +/- button to scroll to the desired price code and press ENTER Button. The net price is displayed. (If the 
user wishes to alter the price while retaining the associated tax code they press NEXT again to Enter Price 
screen. Using the NEXT, +/- button, followed by pressing ENTER, the new base price is achieved and the new 
net price is displayed.)

3. Press START to begin delivery (if Display Head is configured for more than one product, you must select a 
product first).

4. Press FINISH button to print Ticket.

DISPENSING CURRENCY WITH PRICE CODE & CURRENCY PRESET BEFORE DELIVERY

The following steps the operator may take to dispense product with price and a currency preset.

1. In Currency Mode, press NEXT button to display Change Price screen.
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2. Press +/- button to scroll to the desired price code and press ENTER Button. The net price is displayed. (If the 
user wishes to alter the price while retaining the associated tax code they press NEXT again to Enter Price 
screen. Using the NEXT button, +/- buttons, followed by ENTER button, the new base price is achieved and 
the new net price is displayed.)

3. Press PRESET button to navigate to Preset screen.

4. Press NEXT button to Change Preset, select the default preset desired then press ENTER button to accept 
the value. (If the user wishes to alter the preset they press NEXT again to Enter Preset screen. Using the NEXT 
button, +/- buttons, followed by ENTER button, the new preset value is achieved and the new preset is 
displayed. If the user wishes to disable the preset they press NEXT then scroll to Disable and press ENTER.) 
The Icon to the left of the preset field will flash when the preset is disabled and remain solid when it is active.

5. Press START to begin delivery (if Display Head is configured for more than one product, you must select a 
product first).

6. Press FINISH button to print Ticket.

DISPENSING CURRENCY WITH PRICE CODE BEFORE & CURRENCY PRESET AFTER 
DISPENSING

1. In Currency Mode, press NEXT button to display Change Price screen.

2. Press +/- button to scroll to the desired price code and press ENTER Button. The net price is displayed. (If the 
user wishes to alter the price while retaining the associated tax code they press NEXT again to Enter Price 
screen. Using the NEXT button, +/- button, followed by ENTER button, the new base price is achieved and the 
new net price is displayed.) 

3. Press START to begin delivery (if Display Head is configured for more than one product, you must select a 
product first).

4. Press PRESET button to navigate to Preset screen.

5. Press NEXT button to Change Preset, select the default preset desired then press ENTER button to accept 
the value. If the user wishes to alter the preset they press NEXT again to Enter Preset screen. Using the NEXT 
button, +/- buttons, followed by ENTER button, the new preset value is achieved and the new preset is 
displayed. If the user wishes to disable the preset they press NEXT then scroll to Disable and press ENTER. 
The Icon to the left of the preset field will flash when the preset is disabled and remain solid when it is active.

6. Press FINISH button to print Ticket.

DISPENSING CURRENCY WITH PRICE CODE AND VOLUME PRESET BEFORE DISPENSING

1. In Currency Mode, press NEXT button to display Change Price screen.

2. Press +/- button to scroll to the desired price code and press ENTER Button. The net price is displayed.(If the 
user wishes to alter the price while retaining the associated tax code they press NEXT again to Enter Price 
screen. Using the NEXT button, +/- button, followed by ENTER button, the new base price is achieved and the 
new net price is displayed.) 

3. Press MODE button to navigate to Volume Mode.

4. Press PRESET button to navigate to Preset screen.

5. Press NEXT button to Change Preset, select the default preset desired then enter to accept the value. If the 
user wishes to alter the preset they press NEXT again to Enter Preset screen. Using the NEXT button, +/- 
button, followed by ENTER button, the new preset value is achieved and the new preset is displayed. If the 
user wishes to disable the preset they press NEXT then scroll to Disable and press ENTER. The Icon to the left 
of the preset field will flash when the preset is disabled and remain solid when it is active.) 

6. Press MODE to return to Currency Mode.
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7. Press START to begin delivery (if Display Head is configured for more than one product, you must select a 
product first).

8. Press FINISH button to print Ticket.

DISPENSING CURRENCY WITH PRICE CODE & VOLUME PRESET AFTER DISPENSING

1. In Currency Mode, press NEXT button to display Change Price screen.

2. Press +/- buttons to scroll to the desired price code and press ENTER Button. The net price is displayed.(If the 
user wishes to alter the price while retaining the associated tax code they press NEXT again to Enter Price 
screen. Using the NEXT button, +/- button, followed by ENTER button, the new base price is achieved and the 
new net price is displayed.) 

3. Press START to begin delivery (if Display Head is configured for more than one product, you must select a 
product first). 

4. Press MODE button to navigate to Volume Mode.

5. Press PRESET button to navigate to Preset screen.

6. Press NEXT button to Change Preset, select the default preset desired then enter to accept the value. (If the 
user wishes to alter the preset they press NEXT again to Enter Preset screen. Using the NEXT button, +/- 
button, followed by ENTER button, the new preset value is achieved and the new preset is displayed. If the 
user wishes to disable the preset they press NEXT then scroll to Disable and press ENTER. The Icon to the left 
of the preset field will flash when the preset is disabled and remain solid when it is active.) 

7. Press MODE to return to Currency.

8. Press FINISH button to print Ticket.

DISPENSING WITH TANK ID ENABLED

1. The operator is ready to dispense and presses START.

2. The display will show TANK ID (the default label) or whatever was entered in SETUP LABELS (see C&C Mode, 
Figure 32 on page 33) in the Descriptor Field. 

3. Press NEXT, and either; ENTER to accept TANK DEFAULT (or whatever was entered in SETUP LABELS - see 
C&C Mode, Figure 32 on page 33); or use the +/- button to enter a different label (up to 16 characters). Press 
ENTER when you have entered the desired label. Note, if you were to press ENTER when TANK ID displays, 
the message TANK ID NOT ENTERED will scroll across the Descriptor Field. To avoid seeing this message, 
you have to press NEXT after TANK ID displays.

4. Begin your delivery. 

For multiple deliveries when you make the first dispense, you can enter a new TANK DEFAULT label prior to the 
second dispense. This new label will then appear before the third dispense, forth, etc. until the FINISH button is 
pressed. On the next dispense, either single or multiple, the TANK DEFAULT label reverts to the SETUP LABELS 
selection (see C&C Mode, Figure 32 on page 33).

DISPENSING WITH CUSTOM FIELDS ENABLED

1. The operator is ready to dispense and presses START.

2. The display will show Custom Fields (the default label) or whatever was entered in SETUP LABELS (see C&C 
Mode, Figure 32 on page 33) in the Descriptor Field.

3. The display will show Custom Field 1- Custom Field 7 or whatever was enabled in DELIVERY OPTIONS -> 
CUSTOM FIELDS (see C&C Mode, Figure 48 on page 47).

4. Press NEXT, and either; ENTER to accept Custom Fields Default i.e. CF1-CF7 (or whatever was entered in 
SETUP LABELS - see C&C Mode, Figure 32 on page 33); or use the +/- button to enter a different label (up to 
16 characters). Press ENTER when you have entered the desired label. Note, if you were to press ENTER 
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when CUSTOM FIELDS displays, the message CUSTOM FIELDS NOT ENTERED will scroll across the 
Descriptor Field. To avoid seeing this message, you have to press NEXT after CUSTOM FIELDS is displayed.

For single or multiple deliveries, the first three Custom Fields will be used for operator entries at the start of a 
delivery. The operator either enters a value for each enabled field, or by selecting the ENTER key, accepts the 
default value for the field. 

The last four fields will be used for operator entries at the end of a delivery, after the FINISH key is pressed. The 
operator either enters a value for each enabled field, or by selecting the ENTER key, accepts the default value for 
the field. The operator will press FINISH after the final custom field is entered and the delivery is closed as normal 
and the transaction record is saved with enabled custom fields. 

The operator is prompted only for custom fields that have been enabled. For example, if only Custom Field 1 and 
Custom Field 5 are enabled, there will be one prompt for custom field 1 at the start of delivery and one prompt for 
custom field 5 at the end of a delivery. There will be no prompt for entry of fields that are not enabled.

If no custom fields are enabled, or none of the last four custom fields are enabled, one press of the FINISH key will 
close a delivery as normal.
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EMR3 Troubleshooting Guide

Most errors are the result of poor terminations of wiring, either in a junction box, or at the terminal strips in the IB 
box or Display Head.

Testing an EMR³ System

DISPLAY HEAD 

To perform a Display Head Complete Self-Diagnostic Check, cycle power to the EMR³ system. To cycle power, 
turn the power off for at least 20 seconds before turning it on again. During power up, each Display Head 
automatically tests all its own circuit board hardware in about 30 seconds. If a failure occurs, an error code 
number described in this guide, is posted on the display.

LCD DISPLAY 

To test the LCD Display, simulate a delivery by performing a START and FINISH sequence in Volume or Currency 
mode. The fueling nozzle icon will appear after pressing the START button. For a brief period of time, all of the 
segments will turn on, then off. If the unit fails to perform this test, press the FINISH button once, then press 
START and FINISH again. The nozzle icon should appear after START and disappear after FINISH, if not then the 
head will need to be replaced. 

PULSE GENERATOR INPUT CHECK 

With the cover open and the unit NOT in C&C mode, disconnect the spring between the pulse generator and the 
input shaft. Push start and turn the pulse generator shaft until a nonzero reading appears on the register portion of 
the display. Press the FINISH button, the nozzle icon turns off and a delivery ticket is printed. BE SURE TO 
RECONNECT THE SPRING BEFORE REPLACING THE LID. 

PRINTER CHECK 

Verify ticket printing by either printing duplicate tickets or by simulating a delivery as noted above. Push the FINISH 
button to display a previous delivery on the register display. To print a duplicate ticket, hold the FINISH button 
down for a few seconds then release it.

EMR³ Informational Messages

All messages appear in the Display Head’s 14-character Descriptor Field (ref. Figure 1 on page 4). System 
messages can be either informational or describe an error detected by the self-checking functions of the EMR³.

Information messages do not inhibit the operation of the EMR³.

NEW CALIBRATION REQUIRED 

After assigning a Product Type or a Cal Number to any Product Description number, this message alerts the user 
to recalibrate the meter in the Meter Calibration Setup. If the user does not recalibrate the meter, the EMR3 will 
use an incorrect meter calibration factor to calculate volume.

NO RECORDS 

Inside the Display Head there are zero transactions stored. This message appears in the Setup Mode, when the 
user attempts to printout or view transaction records on a new start-up or after clearing NVRAM by using the 
RESTART feature in C&C mode. This message does not apply to the transaction records stored in the IB and IB 
records can be restored back to the Display Head.



EMR3 Troubleshooting Guide Delivery Error Codes

62

RECALCULATING 

While in the C&C Mode this message is displayed during the meter calibration procedure when new calibration 
points are calculated. Each point takes a few seconds to calculate.

NO PRICE ENTRY 

While trying to START a delivery, in the Currency Mode prior to selecting a price, the EMR³ will display this 
message. Once the desired price is on the preset display, use the ENTER button to select it.

SELECT PRODUCT

When more than one product is available, the user must choose one product prior to each delivery. Press +/- 
button to display the desired product then press ENTER to select it.

Delivery Error Codes 

The current delivery will automatically FINISH when a delivery error occurs.

E04 - ENCODER PULSE ERROR 

This error is an indication that an illegal quadrature state has occurred. It is possible this error is caused by a 
random event and another delivery may be started. Should this error repeat itself, the source of the error must be 
fixed. Before replacing the encoder check the IB input voltage for dropout or power surges. Some solenoid valves 
do not have diode suppression and may cause the supply voltage to drop out. Add diodes (Veeder-Root P/N 
846000-022) across the solenoid coils as noted in the installation manual. An over speed condition (>1250 rpm) 
will also cause an E04 error.

E06 - TEMP PROBE TOO HOT

The measured temperature is greater than +160°F (71.1°C). This error can also be caused by poor connections in 
a junction box when wire is added to the original temperature probe and a poor connection is made. Soldering is 
recommenced - not just wire nuts.

E07 - TEMP PROBE TOO COLD

The measured temperature is less than -55°F (-48.3°C).

When the fluid temperature is outside of the EMR³ 's measurable range, a delivery can not continue or start. Go 
into the C&C Menu, under TEMPERATURE, check what the EMR³ reads for the fluid's temperature. If the EMR³ 
temperature is wrong remove or replace the thermoprobe and recalibrate. 

E08 - TEMPERATURE PROBE FAILURE

The thermoprobe wires are either shorted together or are not connected to the TP terminals on the Display Head. 
Check the thermoprobe connections on the back of the Display Head. If the thermoprobe wiring is corroded, 
remove both leads and trim them. Cut back the cable insulation and strip each wire by 1/4 of an inch (5 mm). 
Insert both wires into the terminal block and tighten. To test a thermoprobe, connect each lead to an ohmmeter and 
measure the resistance. At 77°F (25°C), the meter should read about 10 K ohms. If not, replace the probe 
(Veeder-Root P/N 846000-002).

Startup Error Codes

The following messages apply to self-testing during the power up sequence. Should any of these messages 
appear, try cycling the power before replacing the Display Head Module. 

E05 - NVRAM FAIL

Test of nonvolatile random access memory. The NVRAM is a piece of semiconductor memory hardware used as a 
data storage device. To either write or read data into NVRAM the CPU (central processing unit) places address 
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and data information on the bus lines and then toggles the appropriate control signals. The EMR3 uses NVRAM to 
store setup values, the current amount of product dispensed and other historical data. Each value stored in 
NVRAM has a checksum that validates the integrity for each piece of data. This error occurs when data being read 
does not agree with its respective checksum.

E15 - RAM FAIL

Test of static random access memory. The RAM is a piece of semiconductor memory hardware used as a 
temporary data storage device. To either write or read data into RAM the CPU (central processing unit) places 
address and data on the bus lines and then toggles the appropriate control signals. The EMR3 uses RAM to store 
general-purpose data that is erased once power is removed. Every RAM location is tested by the CPU and the 
E15 error occurs when data being read does not agree with the written information.

E16 - FLASH FAIL

Test of program memory. The Flash is a piece of semiconductor memory hardware used to store the firmware. 
Firmware is computer software providing all of the instructions used by the CPU (central processing unit) to 
operate the EMR3. This error occurs when the checksum for the FLASH device does not agree with its stored 
checksum.

E17 - ADDR FAIL

Can not access all devices connected to the CPU's address bus. An address is a unique designation for the 
location of data or the identity of other hardware devices. The CPU uses 20 address lines to communicate with 
devices connected to the address bus. Any device that fails to respond when properly addressed will cause this 
error.

E18 - DATA FAIL

Can not send or receive data from all of the devices connected to the CPU. In the EMR3, information is 
represented in binary format so that it can be stored, manipulated and transmitted. Data is communicated 16 bits 
at a time and each of the 16 CPU data lines are tested for the proper response. 

E19 - UART FAIL

The hardware used to perform serial communications has failed or locked up.   UART stands for universal 
asynchronous receiver/transmitter and as many as 4 are integrated into the CPU. In each EMR3 system the UARTs 
are used for serial communication between the IB and Display Head as well as for external communications. The 
configuration registers inside each UART are written to and read from by the CPU. Any register values that do not 
program correctly will result in this error. Any status register conditions that result in a condition that can not be 
corrected by the CPU will result in this error.

If during start-up, the Display Head stops in any self-check mode, cycle the power. Should the situation persist, 
replace the Display Head. 

System Error Codes

E50 - IB COMM FAILURE 

Serial communication from the IB Box is not working. Check the wiring at both the Display Head and the IB, make 
sure A goes to A and B goes to B. At the IB box check the tri-color LED, make sure it is flashing. If the IB Comm 
Error continues, try swapping the Display Head 1 wiring with the Display Head 2 wiring. If the problem follows the 
Display Head, replace it, if not, test the IB with a known good Display Head. A faulty IB circuit board can also be 
the cause an E50 error. With two heads in operation, the IB COM FAILURE will occur if both heads have the 
same HEAD ADDRESS. In Setup Mode go to System Address and, following the instructions in Figure 28 on 
page 28, check each Display Head’s address number. Cycle the power to clear the error once a change is made. 
Also in a two-head system, if Display Head 1 has a problem, Display Head 2 may show an IB COM FAILURE.   In 
some systems diode suppression on solenoids will be required to avoid IB COM FAILURES. See information 
under ENCODER PULSE ERROR and reference the Installation Manual (577013-758). 
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IB INDICATOR LIGHTS AND IB SELF CHECKS 

The tri-color LED, located inside the Interconnection Box, is capable of indicating 4 different states: Green, Red, 
Yellow and Off. At start up, the LED flashes the initialization sequence of Off-Green-Red-Yellow-Off indicating that 
the IB self-test passed with no errors to display. If one or more Display Heads are communicating with the IB the 
LED will flash an Off-Green-Off pattern repeatedly. If one or more IB Relay is active, or a delivery is in process, the 
LED will flash an Off-Yellow-Off sequence until all the relays are inactive. 

If a communication error occurs, the LED will flash Off-Red-Off indicating a problem. Try swapping the Display 
Heads as described above in order to locate the problem. The LED will not indicate a non-functional Display Head.

If a self-test error occurs, the LED will flash an Off-Red-Off-Red-Off sequence indicating a problem. Try swapping 
the IB with another IB in order to locate the problem.

If the LED is stuck in one of the 4 states, remove input power from the input terminals for a few seconds. Restore 
power and check the LED for the Off-Green-Red-Yellow-Off sequence. If the LED fails to flash in the proper 
sequence, replace the IB Circuit Board.

E66 - PRINTER BUSY

The E66 Printer Busy error means that the printer still has information to print from the previous transaction. If a 
transaction is complete, but no ticket was put in the printer, the display can be ‘reset’ to zero by pushing the 
FINISH button. When the START button is pushed, the Printer Busy Error comes up. The printer icon should be 
flashing to indicate there is information to be printed. The ability to ‘reset’ the register is based on a ticket sensing 
switch inside the printer that clears once a ticket has been removed. The data that needs to be printed is still 
however, in the printer’s buffer memory as indicated by the flashing icon.

Another possibility is that the previous transaction printed some or most of the information on the ticket, but the 
ticket was not long enough to print all the information (the printer icon should be flashing). Install a blank ticket into 
the printer and the remaining information will finish printing. Keep in mind that if the operator thinks all of the lines 
printed, there may still be blank lines in the format that have to print to complete the ticket.

Cycling the printer power will clear the printer memory and the Printer Busy Error. However, the transaction record 
is in the EMR3 system memory and can be recalled using view records or printing records.

Hardware and Printer Busy

If one of the communications wires between the printer and the IB is not connected, the printer will not print, but 
the printer icon will flash after a transaction. When the ticket is removed, the register can be reset by pushing 
FINISH, but again, when the START button is pushed, the Printer Busy Error will show because there is still 
information from the previous transaction to print. Cycling the power will clear the error as described above, 
allowing the next transaction to start.

EXC ERROR #### 

These are 4-digit coded exception processing errors associated with booting up the EMR³ system. Try cycling 
power Off and On before replacing the Display Head.

Relay Setup Error Codes

Relay setup errors occur while entering relay or preset information in Setup Mode. When using 2-stage valves, 
relay 1 is used to control the fast-flow solenoid and relay 2 is used to control the single flow solenoid. Under the 
RELAY CONTROL settings, two values are used to knockoff each solenoid prior to the end of a preset delivery: 
SET SLOW FLOW (relay 1) and SET ADVANCE STOP (relay 2).
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E60 - STOP ADVANCE ERROR 

The volume for flow control relay 2 is set to a volume greater than the volume entered for flow control relay 1. Fix 
this condition by setting the volume for SET ADVANCE STOP to a number of units smaller than the volume for 
SET SLOW FLOW.

Calibration Error Codes

Calibration errors occur during meter calibration and must be corrected in order to continue with this process.

E64 - FUEL TYPE UNDEFINED

A meter calibration must be performed for this product.

E65 - CALIBRATION ERROR

One of the multipoint calibration values is different by more that 0.25% of the previous value. For example if 
calibration point 1 is 100.00 than calibration point 2 must be between 99.75 and 100.25 counts. Push any button 
to clear the error code. Push the NEXT button to begin calibrating a new flow rate point using either Auto 
Calibrate or Multicalibrate. It is also acceptable to calculate the counts and enter them manually using the manual 
calibrate feature.

Other Problems

SYSTEM BOOTS UP OKAY, BUT DISPLAY KEYS DON’T RESPOND

Electrical interference or noise could cause this problem. Make sure the IB and the Display Head each have a 
good ‘Earth Ground’ and the ground/shield between the IB and Display Head is connected. Try to find the source 
by turning on and off motors/pumps and other equipment in the area. Make sure this equipment is well grounded.
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  Appendix A: EMR3 Setup - Programming Tips

For Typical Single or Dual-head Installations with One IB

Order Activity Comment

1 Head Address (Setup, non C&C - 
ref. Figure 28 on page 28)

FOR TWO HEAD SYSTEMS
• The IB has to recognize that there are two heads and each is addressed 

separately.
• Connect head 1 only and get it communicating with the IB. Power down, 

disconnect the head 1 power lead in IB, connect the second head and 
get it communicating. Assign this head SET HEAD ADDRS 2. Power 
down and connect both heads. Upon power up you should not have an 
IB comm failure. If you do have this error, power down and repeat this 
procedure.

2 Time Delays (Setup, non C&C - 
ref. Figure 30 on page 30)

Increase TIME DELAYS to get screen and backlight to stay on longer. For 
example, set it to 630 seconds. Set volume to 130 or higher. It is recom-
mended that you go back and reset volume to 30 after the setup is com-
plete.

3 Printer Option (Setup, non C&C - 
ref. Figure 16 on page 20)

Enable printer so it is available for use (default is standard slip printer 
type).

4 Language and labels - defaults to 
English, must select French
(C&C - ref. Figure 32 on page 33)

• Defaults to English, Gallons, Dollars.
• If French is selected, then all labels change to French.
• Note that for French the currency defaults are Euros, and the Euros 

symbol will be on the ticket format.

5 Display Syntax (C&C - ref. 
Figure 35 on page 36)

Defaults to tenths for volume. It is recommended that even if you want 
whole you do calibrations in tenths, then switch to whole after calibrating.

6 Temperature (If Temperature 
Compensation is desired)

• Temperature Compensation by 
Density or Coefficient? (C&C - 
ref. Figure 41 on page 40)

• Temperature - default is 
Fahrenheit, need to change for 
Celcisus (C&C - ref. Figure 36 
on page 37)

• Change Reference Temperaure 
from defaultof 15°C or 60°F? 
(C&C - ref. Figure 37 on 
page 37)

• Temperature calibration

Available only if temperature compensation option is installed in your dis-
play head! Also, temperature probe must be connected for temperature to 
be available.

• Necessary to select for Product Setup (defaults to Density).

• Selection of temperature scale determines the reference temperature.

• Because asking about temperature scale, then at same time, ask if you 
should change reference temperature.

• Use ice water bath as per manual, or a known temperature.
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7 Meter ID (C&C Fuel Source 
setup, ref. Figure 38 on page 38)

Text for Meter ID, e.g., the truck number.

8 Input Type and Meter Direction 
(C&C Fuel Source setup, ref. 
Figure 38 on page 38)

Defaults to Quadrature input type which is the pulse generator supplied 
by V-R. In this setup you also change the meter’s direction if it is counting 
backwards. Default is clockwise (CW).

9 Product Setup (Dscrip) (C&C - 
ref. Figure 41 on page 40)

• 3 products available
• Select Product Type first. this loads the proper Temperature 

Compensation table/factor and assigns the default name to the product. 
If necessary, you can change the Product Name in this same setup.

10 Meter Calibration (C&C - ref. 
Figure 42 on page 43)

Normally you would select Autocalibrate. Note: Non-compensated prover 
volume. Once calibrated, do proofs for yourself and W&M under normal 
volume delivery mode. Toggle between compensated and non-compen-
sated volume with arrow (+/-) keys on the EMR3 display. Compensated 
volume has thermometer.

11 Configure I/O (C&C - ref. 
Figure 46 on page 46)

• Emergency Stop
• Remote Start/Stop
• Printer Interlock
• Preset Interlock
• Pulse Output and Setting 

Pulses
• Remote Display and What 

Master

Typical applications do not require these features. Turn on these features 
only as needed.

12 OEM Message (C&C - ref. 
Figure 47 on page 46)

This text message displays when the system is idle.

13 Delivery Options (C&C - ref. 
Figure 48 on page 47)

• Price changing defaults to enable. Disable means that the delivery price 
cannot be changed once a delivery has started.

• Delivery Timeout disable defeats the 3-minute time out. This feature 
should not be disabled for normal truck deliveries, except for aviation 
deliveries.

14 Report Formats - Delivery Ticket 
(C&C - ref. Figure 49 on page 49)

Line-by-line ticket format setup.

15 Printer Option - Set Advance 
(Non-C&C ref. Figure 16 on 
page 20)

This is where you change the space between the top of the ticket and the 
first printed line.

16 Security
• Security Code (C&C - ref. 

Figure 52 on page 51).
• Security (Non-C&C ref. 

Figure 15 on page 19)

• Enable, Disable, Reset Code. If Enable, security setup is then available. 
The default is Disable.

• This setup is blocked if the Security Code (above) is disabled.

17 Start Screens Defaults (Non-
C&C Defaults/Start Modes, ref. 
Figure 12 on page 17)

These are the Default Screens (Mode) Default is Volume mode.

18 Presets (Non-C&C Defaults/Pre-
sets, ref. Figure 13 on page 18)

Up to 3 volume (and 3 currency) presets are available for selection. Vol-
ume defaults are 100, 200, and 500, but you can change these.

Order Activity Comment
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19 Relay Control (Non-C&C, ref. 
Figure 14 on page 18)

This is where the relays “volume to go” for 2-stage presets are adjusted. 
Defaults are 5 and 0.1. You may want to change 5 to 3.

20 Tank ID 
• Enable under C&C Delivery 

Options/Tank ID (ref. Figure 48 
on page 47)

• Enter Tank ID under C&C 
Language/Label Changes/
Setup Labels/Tank ID (ref. 
Figure 32 on page 33)

• Change Tank ID default under 
C&C Language/Label Changes/
Setup Labels/Tank ID Default 
(ref. Figure 32 on page 33)

If enabled, you are required to enter an ID for each delivery.

21 View Records (Non-C&C, ref. 
Figure 18 on page 22)

You can view and print up to the last 20 transactions.

22 Shift Report ((Non-C&C, ref. 
Figure 20 on page 24)

This is where the Shift Report capability can be accessed. Between the 
“Accept” Start and “Accept” End times you get a summary of the transac-
tions. You can also enter Load and Odometer information. Load informa-
tion is adjusted by the transactions.

23 Shift Report Format (C&C Report 
Formats ref. Figure 49 on 
page 49)

If you want a special Shift Report then set it up in the same way as the 
Delivery Report/Ticket.

24 Date Format (Non-C&C, ref. 
Figure 22 on page 25)

If you want a date format other than the default.

25 Time/Date (Non-C&C, ref. 
Figure 23 on page 26)

Set date and time format other than the default.

26 System Address (Non-C&C, ref. 
Figure 24 on page 26)

Defaults okay for typical truck with two heads noted above. Terminal 
installations with more than one IB, consult V-R.

27 Pricing (Non-C&C, ref. Figure 9 
on page 15)

Not available if display does not have optional Currency feature installed.

28 Tax/Discount (Non-C&C, ref. 
Figure 10 on page 16)

Not available if display does not have optional Currency feature installed.

29 Version Number (Non-C&C, ref. 
Figure 31 on page 30)

This is a read-only system. These numbers are the official W&M software 
numbers.

30 Restore Records (Non-C&C, ref. 
Figure 19 on page 23)

Only to be used in special cases.

31 Restart (C&C, ref. Figure 51 on 
page 51)

CAUTION! DO NOT USE FOR NORMAL OPERATION - WILL REBOOT 
DISPLAY TO FACTORY SET DEFAULTS AND YOUR SETUP INFOR-
MATION WILL BE ERASED.

Order Activity Comment
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  Appendix B: Epson Printer Characters

Epson Printer Characters

A P ‘ 9

B Q & 8

C R “ 7

D S % 6

E T e1 5

F U $ 4

G V #2 3

H W > 2

I X -- 1

J Y < 0

K Z

L /

M \ -

N ? +

O , 3

1The Euro symbol looks like 
on the EMR3 display.

2The pound symbol looks like 
on the EMR3 display.

3The star symbol looks like 
on the EMR3 display.
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  Appendix C: External EMR Problems

 
SYSTEM BOOTS UP, BUT DISPLAY HEAD DOES NOT RESPOND CORRECTLY
Electrical interference or noise could cause this problem. Make sure the IB and the Display Head 
each have a good Earth Ground and the ground/shield wire between the IB and Display Head is 
connected. Try to find the noise source by turning on and off motors/pumps and other equipment in 
the area. Make sure this other equipment is also well grounded. 
 
If it is determined that electrical noise is causing faulty operation of the EMR Display Head, the error 
detection level of the Display Head can be altered.  The EMR keeps track of pulse errors caused by 
external noise and displays an E04 Error Code if the number of encoder errors exceeds a threshold.  
This threshold can be adjusted to trigger an (E04) Encoder Pulse Error in a noisy environment.  The 
default value for the error level is (250) and can be modified depending on the level of sensitivity 
required.  Setting the error level to a lower value (<250) increases the (E04) sensitivity level. 
 
To check the electrical noise threshold sensitivity level, it is not necessary to enter the EMR calibration 
mode, use the menu tree on the following page.  All of the EMR menu selections are accessible on 
the Display Head without opening the C&C switch.  In order to change any of the calibration 
parameters, such as the thresholds described in this document, the C&C switch must be opened.  
Also, EMR Error Mode M2 must be set to a threshold of 250 for the EMR to be used in applications 
requiring the European (MID) Measuring Instruments Directive. 
 
Once the menu selection ‘‘M2 SET THRESHOLD    250’’ is displayed, the EMR will test for 
electrical interference at the stated threshold. 
 
The menu selections for ERROR MODE M2 are only available in EMR software versions F03 or 
greater.  Only EMR software versions designated as F03, F04 and higher, are approved for use in 
applications requiring the European (MID) Measuring Instruments Directive.  Earlier versions of 
software do not have the ERROR MODE M2 feature and therefore do not meet the Measuring 
Instruments Directive. 
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MODIFY EMR ERROR DETECTION THRESHOLDS FOR ELECTRICAL NOISE 
Use the C&C switch to activate the EMR calibration mode to adjust sealed parameters.  Navigate the 
menu structure to modify the electrical noise detection level, M2 SET THRESHOLD   250. 
 
C  AND  C  N EXT  

LANGUAGE    

 
DELIVERY OPTIONS  NE XT  

 
  E04 ENCODER PULSE ERROR  N EX T  

 
  DISABLE   
  ENABLE  NEX T  

    SET THRESHOLD    50  (mechanical jitter threshold) 

 
    ERROR MODE   N EXT  (M1 or M2 to enable detection) 

 
DISABLE 

     M1  (Sets Error Detection Level to 1) 
M2 SET THRESHOLD    250  EN TE R  

(or NE XT  and  to modify the detection level) 
 

ERROR MODE   ENT ER  
 

   ENABLE    50  EN TE R  
 
  E04 ENCODER PULSE ERROR  EN TER  
 

DELIVERY OPTIONS   EN TE R  
 

PRICING   EN TE R  
 
If it is determined that mechanical noise, referred to as jitter, is causing faulty operation of the EMR 
Display Head, the error detection level of the Display Head can be altered.  This adjustment changes 
the error level threshold required to trigger an (E04) Encoder Pulse Error.  The default value for the 
error level is (50) and can be modified depending on the level of sensitivity required.  Setting the error 
level to a lower value (<50) increases the (E04) sensitivity level. 
 
Jitter is measured in terms of cycles per second and is commonly caused by vehicle 
vibration.  If either the A or B channel encoder wire is broken, or disconnected, an E04 
Pulse Encoder Error will be posted and the current delivery is halted.  
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MODIFY EMR ERROR DETECTION THRESHOLDS FOR MECHANICAL NOISE 
Use the C&C switch to activate the EMR calibration mode to adjust sealed parameters.  Navigate the 
menu structure to modify the jitter noise detection level, SET THRESHOLD   50. 
 
 
C  AND  C  N EXT  
 

LANGUAGE 

 
DELIVERY OPTIONS  NEXT  

 
  E04 ENCODER PULSE ERROR  NEXT  (select enable for jitter detection) 

 
  DISABLE   

  ENABLE  NEXT  
    SET THRESHOLD    50  (mechanical jitter threshold) 

(or NEXT  and  to modify the detection level) 

(press ENTER  to accept) 
 

   ENABLE    50  ENTER  
 
  E04 ENCODER PULSE ERROR  ENTER  
 

DELIVERY OPTIONS   ENTER  
 

PRICING   ENTER  
 
 



For technical support, sales or
other assistance, please visit:

www.veeder.com




